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GENERAL NOTES
1 IN ADDITION TO THE INTENT OF THE WORK INDICATED ON THE DRAWINGS, ALL WORK SHALL COMPLY

WITH THE SPECIFIC REQUIREMENTS OF CONSTRUCTION, THE GENERAL CONDITIONS OF THE
CONSTRUCTION, THE SUPPLEMENTAL CONDITIONS OF THE CONTRACT AND THE PROJECT
SPECIFICATIONS.

2 THESE DOCUMENTS INDICATE THE SCOPE OF THE PROJECT IN TERMS OF THE ARCHITECTURAL DESIGN
PLANS, THE DIMENSIONS OF THE  ARCHITECTURAL AND INTERIOR ELEMENTS AND THE CONCEPTS OF
THE MAJOR  ELECTRICAL SYSTEMS. BASED ON THE SCOPE DESCRIBED OR INDICATED, PROVIDE ALL
ITEMS, SYSTEM PRODUCTS, AND LABOR REQUIRED OR INFERRED FOR THE PROPER EXECUTION AND
FULL AND COMPLETE PERFORMANCE OF THE PROJECT.

3 N/A
4 CONSTRUCTION OF WORK INDICATED ON THE DRAWINGS AS (N.I.C.) IS NOT IN CONTRACT.

5 WHEN DISCREPANCIES EXIST WITHIN DRAWINGS, OR BETWEEN DRAWINGS AND SPECIFICATIONS, THE
MORE STRINGENT REQUIREMENT SHALL APPLY.

6 VERIFY ALL DIMENSIONS IN FIELD BEFORE PROCEEDING WITH THE WORK. NOTIFY  CONTRACTING
OFFICER OF DISCREPANCIES, CONFLICTS, AND MODIFICATIONS.

7 WHERE DIMENSIONS OR EXACT LOCATIONS ARE REQUIRED, AND NOT INCLUDED ON THE DRAWINGS,
REQUEST INFORMATION FROM  CONTRACTING OFFICER.

8 WHERE GYPSUM BOARD LAYERS DIFFER BETWEEN TWO ADJOINING WALLS, MAINTAIN CONTINUOUS
FINISH FACE OF WALL.

9 GLAZING SUBJECT TO HUMAN IMPACT AS IDENTIFIED IN 2012 IBC SHALL BE SAFETY GLAZING MATERIAL.
IDENTIFY EACH TYPE OF LAMINATED OR TEMPERED GLAZING BY A PERMANENT LABEL WHICH SPECIFIES
THE LABELER OR  MANUFACTURER AND THAT SAFETY GLAZING MATERIAL HAS BEEN UTILIZED.

10 PROVIDE PROPER ANCHORAGE OF ESSENTIAL EQUIPMENT IN ACCORDANCE WITH  APPLICABLE CODES.
11 THE CONTRACTOR SHALL COORDINATE AND PROVIDE ALL SLAB AND WALL OPENINGS  REQUIRED BY

MECHANICAL AND ELECTRICAL  SYSTEMS. PROVIDE COORDINATION DRAWINGS TO  CONTRACTING
OFFICER FOR  REVIEW.

12 VISIT THE SITE AND BE KNOWLEDGEABLE OF ALL CONDITIONS THEREOF. INVESTIGATE,  VERIFY AND BE
RESPONSIBLE FOR ALL CONDITIONS OF THE PROJECT AND NOTIFY THE  CONTRACTING OFFICER OF
ANY CONDITIONS REQUIRING MODIFICATION BEFORE PROCEEDING WITH THE WORK.

13
N/A

14 HAZARDAOUS MATERIALS AND / OR MATERIAL CONTAINING LEAD PAINT SHALL BE DISPOSED OF PER
FEDERAL / STATE AND LOCAL CODE REQUIREMENTS.

15 COATINGS MUST COMPLY WITH ALL LOCAL AND FEDERAL LAWS GOVERNING VOLATILE ORGANIC
COMPOUNDS, AND ALL EPA RECOMMENDATIONS.

16 DO NOT SCALE DRAWINGS.
17 DIMENSIONS ARE TO FACE OF STUDS, UNO.
18 ASBESTOS OR PRODUCTS CONTAINING ASBESTOS ARE NOT ALLOWED IN ANY ASPECT OF THIS

CONSTRUCTION.
19 COORDINATE ALL DISCIPLINES AND ALL ASPECTS OF WORK. CONFLICTS AND DISCREPANCIES SHALL BE

BROUGHT TO THE ATTENTION OF THE CONTRACTING OFFICER IMMEDIATELY.
20 ALL CONCRETE SURFACES WHICH RECEIVE A SPECIAL FINISH, FLOOR COVERING, COATINGS,

HARDENERS, ETC. SHALL BE CONSTRUCTED IN ACCORDANCE WITH THE SPECIFIC FINISH
MANUFACTURER'S SPECIFICATIONS.

21 ALL FINISH ELEVATIONS ARE TO TOP OF WALKS, GRADE, PAVING, WALLS, ROOFS, ETC., UNLESS NOTED
OTHERWISE.

22 ALL EXPOSED WELDS SHALL BE GROUND SMOOTH AND FINISHED WITH NO PITS FOR ARCHITECTURAL
APPEARANCE.

23 ALL EXPOSED METAL SURFACES THAT ARE NOT PREFINISHED ARE TO BE PAINTED.
24 PROVIDE SOLID BLOCKING AND ANCHORAGE FOR CEILING AND WALL MOUNTED EQUIPMENT.
25 PROVIDE SEPARATION AND/OR APPROPRIATE COATING BETWEEN ALL DISSIMILAR METALS.
26 ALL DOOR AND FRAME ASSEMBLIES AND INSTALLATIONS SHALL BE IN STRICT ACCORDANCE WITH

UNIFORM LIFE SAFETY CODES GOVERNING EDITION.
27 ALL TRANSITIONS BETWEEN SIMILAR OR DISSIMILAR MATERIALS, EQUIPMENT, ACCESSORIES, ETC.

SHALL BE CAULKED AND/OR SEALED AS REQUIRED WITH SPECIFIED SEALANT.
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CODE ANALYSIS

1 Applicable Model Code Amendment

Building and Fire Administrative Code

2012 California Building Code (CBC)

2012 California Mechanical Code (CMC)

2012 California Plumbing Code (CPC)

2012 California Energy Code (CEC)

NASA STD - 8719.11A - Standard for Fire Protection

NFPA 409 "Standard on Aircraft Hangars," 2012 Edition

NFPA 11 "Standard for Low-, Medium-, and
High-Expansion Foam," 2012 Edition

NFPA 70 "National Electrical Code," 2012 Edition

NFPA 72 "National Fire Alarm and Signaling Code,"
2013 Edition

U.S. Corps of Engineers manual EM385-1-1 "Safety
and Health Requirements Manual"

2 Occupancy Classification Code Reference

S-1: Moderate Hazard Storage 2010 CBC section 443

3 Type of Construction (Assumed Equivalent) Code Reference

N/A 2010 CBC section 602

4 Fire Sprinklers Type Code Reference

Existing Automatic 2010 CBC section 903

5 Fire Alarm Code Reference

Existing 2010 CBC section 907

6 Building Height

Occupancy
Classification

Type of Construction Allowable Height per Table 503 Height increase per section
504.2

Allowable Height Actual Building Height

S-1: Moderate Hazard
Storage

N/A N/A N/A N/A

7 Stories

Occupancy
Classification

Type of Construction Allowable Stories per Table
503

Story increase per section 504.2 Allowable Stories Actual number of Stories

S-1: Moderate Hazard
Storage

N/A N/A N/A N/A N/A

8 Total Existing Building Area

9 Area

Allowable Area
(Building SF):

N/A Code Reference

Area of Improvement 2010 CBC  Table 503

10 Occupant Load Code Reference

N/A 2010 CBC Table 1004.1.1

11 Required number of exits

Required Provided Code Reference

N/A N/A 2010 CBC

12 Required Fire Resistance of Exterior Walls

Required 1 HR Code Reference

Provided NA 2010 CBC Tables 601, 602

Code Reference

13 Protection of Openings & Max. Area of Exterior Wall Openings Not Applicable CBC 704 & Table 704.8

14 Fire Resistance Rating Requirements for Building Elements Not Applicable CBC Chapter 7 & Table 601, 602

15 Spaces Requiring Fire Resistance-Rated Separation Not Applicable CBC Section 508 & Table 508.2

16 Roof Covering Material Not Applicable CBC Table 1505.1

17 Required plumbing Fixtures - N/A - Remodel does not modify occupant load. CBC 2901 & Table 2902.1

18 Special Inspections Required Code Reference

Not Applicable CBC Chapter 17

19 IECC Compliance Report : Not Applicable

20 Non-separated Usage No occupancy changed
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REPAIR AIRCRAFT HANGAR FIRE PROTECTION
SYSTEMS
DRAWING INDEX - BUILDINGS 4801, 4802, 4840,
4853
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SHEET
NO. SHEET TITLE
G000 TITLE SHEET X X X X X

G001 GENERAL INFORMATION X X X X X

G002
CODE INFORMATION AND DRAWING
INDEX X X X X X

A-201
HANGAR 4801 REFLECTED CEILING PLAN
AND SECTION X X X X X

A-202
HANGAR 4802 REFLECTED CEILING PLAN
AND SECTION X X X X X

A-203 HANGAR 4840 REFLECTED CEILING PLAN X X X X X

A-501 HANGAR 4840 SECTION X X X

A-801 DRAFT CURTAIN CONNECTIONS X X X X

A-802 DETAILS X X X X

C-1 WATER CONNECTION PLAN X X X X

C-2 TRANSFORMER PLAN SHEET 1 X X X

S001 STRUCTURAL INFORMATION X X X X

S601 STRUCTURAL SECTIONS AND DETAILS X X X X

S602 STRUCTURAL SECTIONS AND DETAILS X X X

E000
ELECTRICAL GENERAL NOTES  AND
LEGEND X X X X X

E001 OVERALL ELECTRICAL SITE PLAN X X X X

E002 ELECTRICAL DUCT BANK PLAN X X X X

ED100
ELECTRICAL DEMOLITION PLAN  -
BUILDING 4853 X X X X

ED101
ELECTRICAL DEMOLITION PLAN  -
BUILDING 4801 X X X X

ED102
ELECTRICAL DEMOLITION PLAN  -
BUILDING 4802 X X X X

ED103
ELECTRICAL DEMOLITION PLAN  -
BUILDING 4840 X X X X

E100 ELECTRICAL PLAN  - BUILDING 4853 X X X X

E101 ELECTRICAL PLAN  - BUILDING 4801 X X X X

E102 ELECTRICAL PLAN  - BUILDING 4802 X X X X

E103 ELECTRICAL PLAN  - BUILDING 4840 X X X X

E200A
ONE LINE DIAGRAM - PEDC BUILDING -
SUB STATION #16 X X X X

E200
PARTIAL ONE LINE DIAGRAM &
SCHEDULES - BUILDING 4853 X X X X

E201
PARTIAL ONE LINE DIAGRAM &
SCHEDULES  - BUILDING 4801 X X X X X

E202
PARTIAL ONE LINE DIAGRAM &
SCHEDULES - BUILDING 4802 X X X X

E203
PARTIAL ONE LINE DIAGRAM &
SCHEDULES  - BUILDING 4840 X X X X

F000
FIRE PROTECTION OVERALL SITE PLAN
AND LEGEND X X X X X

F001 FIRE PROTECTION ENLARGED SITE PLAN X X X X

F002 FIRE PROTECTION ENLARGED SITE PLAN X X X X

F100
FIRE SPRINKLER OVERALL DEMOLITION
PLAN - BUILDING 4853 X X X X X

F101
FIRE SPRINKLER OVERALL DEMOLITION
PLAN - BUILDING 4801 X X X X X

F101A
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4801 AREA A X X X X X

F101B
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4801 AREA B X X X X X

F102
FIRE SPRINKLER OVERALL DEMOLITION
PLAN - BUILDING 4802 X X X X X

F102A
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA A X X X X X

F102B
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA B X X X X X

F102C
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA C X X X X X

F103
FIRE SPRINKLER OVERALL DEMOLITION
PLAN - BUILDING 4840 X X X X X

F103A
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA A X X X X X

F103B
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA B X X X X X

F103C
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA C X X X X X

F103D
FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA D X X X X X

F103E FIRE SPRINKLER ENLARGED DEMOLITION
PLAN - BUILDING 4840 PUMP ROOM

X X X X

F111 FOAM SUPPRESSION OVERALL DEMOLITION
PLAN - BUILDING 4801

X X X X X

F111A FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4801 AREA A

X X X X X

F111B FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4801 AREA B

X X X X X

F111C FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4801 PUMP ROOM

X X X X

F112 FOAM SUPPRESSION OVERALL DEMOLITION
PLAN - BUILDING 4802

X X X X X

F112A FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA A

X X X X X

F112B FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA B

X X X X X

F112C FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4802 AREA C

X X X X X

F112D FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4802 PUMP ROOM

X X X X X

F113 FOAM SUPPRESSION OVERALL DEMOLITION
PLAN - BUILDING 4840

X X X X X

F113A FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA A

X X X X X

F113B FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA B

X X X X X

F113C FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA C

X X X X X

F113D FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4840 AREA D

X X X X X

F113E FOAM SUPPRESSION ENLARGED DEMOLITION
PLAN - BUILDING 4840 PUMP ROOM

X X X X

F120 FIRE ALARM DEMOLITION PLAN - BUILDING
4853

X X X X X

F121 FIRE ALARM OVERALL DEMOLITION PLAN -
BUILDING 4801

X X X X X

F121A FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4801 AREA A

X X X X X

F121B FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4801 AREA B

X X X X X

F122 FIRE ALARM OVERALL DEMOLITION PLAN -
BUILDING 4802

X X X X X

F122A FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4802 AREA A

X X X X X

F122B FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4802 AREA B

X X X X X

F122C FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4802 AREA C

X X X X X

F123 FIRE ALARM OVERALL DEMOLITION PLAN -
BUILDING 4840

X X X X X

F123A FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4840 AREA A

X X X X X

F123B FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4840 AREA B

X X X X X

F123C FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4840 AREA C

X X X X X

F123D FIRE ALARM ENLARGED DEMOLITION PLAN -
BUILDING 4840 AREA D

X X X X X

F200 FIRE SPRINKLER OVERALL PLAN - BUILDING
4853

X X X X

F201 FIRE SPRINKLER OVERALL PLAN - BUILDING
4801

X X X X

F201A FIRE SPRINKLER ENLARGED PLAN - BUILDING
4801 AREA A

X X X X

F201B FIRE SPRINKLER ENLARGED PLAN - BUILDING
4801 AREA B

X X X X

F202 FIRE SPRINKLER OVERALL PLAN - BUILDING
4802

X X X X

F202A FIRE SPRINKLER ENLARGED PLAN - BUILDING
4802 AREA A

X X X X

F202B FIRE SPRINKLER ENLARGED PLAN - BUILDING
4802 AREA B

X X X X

F202C FIRE SPRINKLER ENLARGED PLAN - BUILDING
4802 AREA C

X X X X

F203 FIRE SPRINKLER OVERALL PLAN - BUILDING
4840

X X X X

F203A FIRE SPRINKLER ENLARGED PLAN - BUILDING
4840 AREA A

X X X X

F203B FIRE SPRINKLER ENLARGED PLAN - BUILDING
4840 AREA B

X X X X

F203C FIRE SPRINKLER ENLARGED PLAN - BUILDING
4840 AREA C

X X X X

F203D FIRE SPRINKLER ENLARGED PLAN - BUILDING
4840 AREA D

X X X X

F203E FIRE SPRINKLER ENLARGED PLAN - BUILDING
4840 PUMP ROOM

X X X X

F211 FOAM SUPPRESSION OVERALL PLAN -
BUILDING 4801

X X X X

F211A FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4801 AREA A

X X X X

F211B FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4801 AREA B

X X X X

F211C FOAM SUPPRESSION ENLARGED  PLAN -
BUILDING 4801 PUMP ROOM

X X X X

F212 FOAM SUPPRESSION OVERALL PLAN -
BUILDING 4802

X X X X

F212A FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4802 AREA A

X X X X

F212B FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4802 AREA B

X X X X

F212C FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4802 AREA C

X X X X

F212D FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4802 PUMP ROOM

X X X X

F213 FOAM SUPPRESSION OVERALL PLAN -
BUILDING 4840

X X X X

F213A FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4840 AREA A

X X X X

F213B FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4840 AREA B

X X X X

F213C FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4840 AREA C

X X X X

F213D FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4840 AREA D

X X X X

F213E FOAM SUPPRESSION ENLARGED PLAN -
BUILDING 4840 PUMP ROOM

X X X X

F220 FIRE ALARM PLAN - BUILDING 4853 X X X X

F221 FIRE ALARM OVERALL PLAN - BUILDING 4801 X X X X

F221A FIRE ALARM ENLARGED PLAN - BUILDING 4801
AREA A

X X X X

F221B FIRE ALARM ENLARGED PLAN - BUILDING 4801
AREA B

X X X X

F222 FIRE ALARM OVERALL PLAN - BUILDING 4802 X X X X

F222A FIRE ALARM ENLARGED PLAN - BUILDING 4802
AREA A

X X X X

F222B FIRE ALARM ENLARGED PLAN - BUILDING 4802
AREA B

X X X X

F222C FIRE ALARM ENLARGED PLAN - BUILDING 4802
AREA C

X X X X

F223 FIRE ALARM OVERALL PLAN - BUILDING 4840 X X X X

F223A FIRE ALARM ENLARGED PLAN - BUILDING 4840
AREA A

X X X X

F223B FIRE ALARM ENLARGED PLAN - BUILDING 4840
AREA B

X X X X

F223C FIRE ALARM ENLARGED PLAN - BUILDING 4840
AREA C

X X X X

F223D FIRE ALARM ENLARGED PLAN - BUILDING 4840
AREA D

X X X X

F301 DEMOLITION RISER PLAN - BUILDING 4801 X X X X X

F302A DEMOLITION RISER PLAN - BUILDING 4802
ZONE 1 AND ZONE 2

X X X X X

F302B DEMOLITION RISER PLAN - BUILDING 4802
ZONE 3 AND ZONE 4

X X X X X

F302C DEMOLITION RISER PLAN - BUILDING 4802
ZONE 5 AND ZONE 6

X X X X X

F302D DEMOLITION RISER PLAN - BUILDING 4802
ZONE 7 AND ZONE 8

X X X X X

F302E DEMOLITION RISER PLAN - BUILDING 4802
ZONE 9 AND ZONE 10

X X X X X

F303 DEMOLITION RISER PLAN - BUILDING 4840 X X X X X

F351 RISER PLAN - BUILDING 4801 X X X X

F352A RISER PLAN - BUILDING 4802 ZONE 1 AND
ZONE 2

X X X X

F352B RISER PLAN - BUILDING 4802 ZONE 3 AND
ZONE 4

X X X X

F352C RISER PLAN - BUILDING 4802 ZONE 5 AND
ZONE 6

X X X X

F352D RISER PLAN - BUILDING 4802 ZONE 7 AND
ZONE 8

X X X X

F352E RISER PLAN - BUILDING 4802 ZONE 9 AND
ZONE 10

X X X X

F353 RISER PLAN - BUILDING 4840 X X X X

F400 ADDITIONAL DETAILS X X X X

F401 ADDITIONAL DETAILS X X X X

M-000 MECHANICAL LEGEND, GENERAL NOTES AND
DETAILS

X X X X

M-100 MECHANICAL PLAN - BUILDING 4801 X X X X

M-101 MECHANICAL PLAN - BUILDING 4802 X X X X

M-102 MECHANICAL PLAN - BUILDING 4840 X X X X



SHEET NOTES

ROOM NAME AND
ROOM NUMBER

1. GENERAL CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SITE CONDITIONS PRIOR TO START
OF WORK AND NOTIFY CONSTRUCTION MANAGER
IMMEDIATELY OF ANY DISCREPANCY.

2. ALL WORK SHALL BE DONE IN STRICT ACCORDANCE
WITH ALL LOCAL CODES.

3. DO NOT SCALE DRAWINGS.
4. FOR THE PURPOSE OF CLARITY, NOT ALL ELEMENTS

ARE SHOWN IN THIS DRAWING.
5. LIGHT FIXTURES, MECHANICAL DUCTS AND REGISTERS

ARE SHOWN FOR LOCATION PURPOSES ONLY. REFER
TO ELECTRICAL AND MECHANICAL DRAWINGS FOR
ACTUAL QUANTITIES, SIZES AND TYPES.

6. REFER TO FLOOR PLANS FOR ALL SCHEDULE
EQUIPMENT

7. PROTECT EXISTING FURNITURE DURING
CONSTRUCTION.

8. CONTRACTOR TO COORDINATE ALL WORK WITH
GOVERNMENT PRIOR TO CONSTRUCTION.

EXISTING ACOUSTICAL
CEILING TILE

NEW DRAFT CURTAIN
RE. SHEETS A-801 & A-802

EXISTING HEAT
DETECTORS

EXISTING LIGHT
FIXTURES

&
EXISTING SUPPLY AND
RETURN DIFFUSERS

HIGH EXPANSION FOAM
GENERATORS, RE. FIRE
PROTECTION DRAWINGS

ROOF INTAKE OR RELIEF
HOOD. RE. MECH.
DRAWINGS.

&

EXISTING SPRINKLER
HEAD

EXISTING BIRD
DETERRANT

& &

EXISTING SPEAKER

EXISTING CAPPED OFF
HVAC DUCT
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ROOM NAME AND
ROOM NUMBER

1. GENERAL CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SITE CONDITIONS PRIOR TO
START OF WORK AND NOTIFY CONTRACTING
OFFICER IMMEDIATELY OF ANY DISCREPANCY.

2. ALL WORK SHALL BE DONE IN STRICT ACCORDANCE
WITH ALL LOCAL CODES.

3. DO NOT SCALE DRAWINGS.
4. FOR THE PURPOSE OF CLARITY, NOT ALL

ELEMENTS ARE SHOWN IN THIS DRAWING.
5. LIGHT FIXTURES, MECHANICAL DUCTS AND

REGISTERS ARE SHOWN FOR LOCATION PURPOSES
ONLY. REFER TO ELECTRICAL AND MECHANICAL
DRAWINGS FOR ACTUAL QUANTITIES, SIZES AND
TYPES.

6. REFER TO FLOOR PLANS FOR ALL SCHEDULE
EQUIPMENT

7. PROTECT EXISTING FURNITURE DURING
CONSTRUCTION.

8. CONTRACTOR TO COORDINATE ALL WORK WITH
GOVERNMENT PRIOR TO CONSTRUCTION.

EXISTING ACOUSTICAL
CEILING TILE

EXISTING DIFFUSERS

EXISTING LED LIGHT
FIXTURES

EXISTING BIRD
DETERRANTS

ROOF INTAKE OR RELIEF
HOOD. RE. MECH
DRAWINGS.

EXISTING RETURN
GRILLES

EXISTING VIDEO
CAMERAS

EXISTING SPRINKLER
HEADS

EXISTING HEAT
SENSORS

EXISTING DRAFT
CURTAINS

HIGH EXPANSION FOAM
GENERATORS, RE. FIRE
PROTECTION DRAWINGS

NEW  RETURN GRILLES
RE. MECH DRAWINGS.
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SHEET NOTES

ROOM NAME AND
ROOM NUMBER

1. GENERAL CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SITE CONDITIONS PRIOR TO
START OF WORK AND NOTIFY CONSTRUCTION
MANAGER IMMEDIATELY OF ANY DISCREPANCY.

2. ALL WORK SHALL BE DONE IN STRICT ACCORDANCE
WITH ALL LOCAL CODES.

3. DO NOT SCALE DRAWINGS.
4. FOR THE PURPOSE OF CLARITY, NOT ALL

ELEMENTS ARE SHOWN IN THIS DRAWING.
5. LIGHT FIXTURES, MECHANICAL DUCTS AND

REGISTERS ARE SHOWN FOR LOCATION PURPOSES
ONLY. REFER TO ELECTRICAL AND MECHANICAL
DRAWINGS FOR ACTUAL QUANTITIES, SIZES AND
TYPES.

6. REFER TO FLOOR PLANS FOR ALL SCHEDULE
EQUIPMENT

7. PROTECT EXISTING FURNITURE DURING
CONSTRUCTION.

8. CONTRACTOR TO COORDINATE ALL WORK WITH
GOVERNMENT PRIOR TO CONSTRUCTION.

EXISTING ACOUSTICAL
CEILING TILE

NEW DRAFT CURTAIN
RE. SHEETS A-801 & A-802

EXISTING METAL HALIDE
PENDANT

EXISTING SUPPLY
DIFFUSERS

EXISTING RETURN DUCT

EXISTING UNIT HEATER

EXISTING 1'X4'
FLUORESCENT FIXTURE

EXISTING LED PENDANT
FIXTURE

EXISTING BIRD
DETERRANTS

HIGH EXPANSION FOAM
GENERATORS, RE. FIRE
PROTECTION DRAWINGS

ROOF INTAKE OR RELIEF
HOOD. RE. MECH.
DRAWINGS.
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1. GENERAL CONTRACTOR SHALL VERIFY ALL
DIMENSIONS AND SITE CONDITIONS PRIOR TO
START OF WORK AND NOTIFY CONSTRUCTION
MANAGER IMMEDIATELY OF ANY DISCREPANCY.

2. ALL WORK SHALL BE DONE IN STRICT ACCORDANCE
WITH ALL LOCAL CODES.

3. DO NOT SCALE DRAWINGS.
4. FOR THE PURPOSE OF CLARITY, NOT ALL

ELEMENTS ARE SHOWN IN THIS DRAWING.
5. LIGHT FIXTURES, MECHANICAL DUCTS AND

REGISTERS ARE SHOWN FOR LOCATION PURPOSES
ONLY. REFER TO ELECTRICAL AND MECHANICAL
DRAWINGS FOR ACTUAL QUANTITIES, SIZES AND
TYPES.

6. REFER TO FLOOR PLANS FOR ALL SCHEDULE
EQUIPMENT

7. PROTECT EXISTING FURNITURE DURING
CONSTRUCTION.

8. CONTRACTOR TO COORDINATE ALL WORK WITH
GOVERNMENT PRIOR TO CONSTRUCTION.

SHEET NOTES
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DRAFT CURTAIN TYP.
ELEVATION VIEW

TUBING TEE DETAIL
NO SCALE

DRAFT CURTAIN
ENLARGED DETAIL

DRAFT CURTAIN 
ENLARGED DETAILOF BAR JOIST BELOW FLANGE

TYP. CLIP CONNECTION TO TOP CORD

DRAFT CURTAIN 
SECTION, TYP.

DRAFT CURTAIN 
ENLARGED DETAIL

DRAFT CURTAIN 
ENLARGED DETAIL

DRAFT CURTAIN 
ENLARGED DETAIL

DRAFT CURTAIN
ISOMETRIC DETAIL
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ACOUSTICAL CLG @
FOAM GENERATOR

WALL ASSEMBLY
WALL TYPE 1

PUMP ROOM 
123B

HW SET: 01
Door Number: 123
Qty Description Catalog Number Finish

6 EA HW HINGE 5BB1HW 4.5 X 4.5 NRP 612
1 SET CONST LATCHING BOLT FB51P 612
1 EA DUST PROOF STRIKE DP1 612
1 EA STOREROOM LOCK L9080L LLL 06A L283-150 612
1 EA MORTISE CYLINDER 1E74 "G" KEYWAY 612
2 EA SURFACE CLOSER 4040XP EDA 691
2 EA FLOOR STOP FS441 612
1 SET SEALS 2891PK
1 EA ASTRAGAL 357SP 600
* FINISH TO MATCH HARDWARE

DOOR AND FRAME SCHEDULE
DOOR FRAME HARDWARE

NOTES.
DOOR NO. MATL

SIZE FIRE
RATING MATL

DETAIL
GROUP NO.

W HT TYPE JAMB HEAD SILL

123 HM
PAIR
(3'-0") 7'-0" A _ MTL. 5/A-802 6/A-802 __ 1

ROOM FINISH SCHEDULE
ROOM
NO.

ROOM
NAME

FLOORING CEILING WALL FINISHES
INTERIOR FINISH NOTES

MTRL. BASE FINISH HEIGHT NORTH EAST SOUTH WEST

123B NEW FOAM ROOM SEALED
CONC.

__ OPEN TO
STRUC. OPEN P-1 P-1 P-1 P-1
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Scale: 3/4"=1'-0"

TYPICAL HOUSEKEEPING PAD FOR NEW PUMPS IN BUILDING 4853

1

Scale: 3/4"=1'-0"

NEW FLOOR TO EXISTING FLOOR

10

Scale: 1 1/2"=1'-0"

TYPICAL PLACEMENT OF SEISMIC BRACING

7

Scale: 3"=1'-0"

SPLAYED SEISMIC BRACING WIRE ATTACHMENT

3

Scale: 3"=1'-0"

HANGER TOP CONNECTION

4

Scale: 3"=1'-0"

ROD TOP CONNECTION AND STIFFENER

9

Scale: 3"=1'-0"

A

Scale: 3"=1'-0"

B

Scale: 3"=1'-0"

A

Scale: 3"=1'-0"

B

Scale: 1 1/2"=1'-0"

TYPICAL PIPE BRACING DETAIL

2

Scale: 1 1/2"=1'-0"

NEW ANGLE TO EXISTING STRUCTURE

5

Scale: 1 1/2"=1'-0"

TYPICAL PIPE BRACING DETAIL

6

Scale: 1 1/2"=1'-0"

HIGH EXPANSION FOAM GENERATOR SUPPORT

8
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Scale: 3/4"=1'-0"

TENSION LAP SPLICE

1

Scale: 3/4"=1'-0"

TYPICAL OPENING IN STEEL DECK

2

Scale: 3/4"=1'-0"

TYPICAL JOIST REINFORCEMENT DETAIL

3

Scale: 3"=1'-0"

IN BUILDINGS 4801 and 4802

4

RETROFIT FOR EXISTING 12B14 BEAMS
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